1. Finish grade
2. Min. #3 1/2 State box with cover marked "Street lights". (Christy N-9 or Brooks 3 1/2).
3. Pea gravel backfill for drainage.
4. Place sand backfill to completely cover conduits and conductors.
5. 2" of 2-sack slurry.

NOTES:
A. Install conduit and conductors to PG&E secondary splice box. PG&E will provide connection within splice box.
B. Install duct seal in conduit ends.
C. The street light cable must come up into the same end of the box as all of the other cables.