STREET LIGHT PLACEMENT ON MAJOR AND MINOR ARTERIALS

ARTERIAL STREET

(ALL TYPE III LIGHTS)

C.R.

D/2

D

LIGHT LOCATED AT BUS STOP SHELTER PAD

60'

TYPE II

ARTERIAL STREET

(ALL TYPE III LIGHTS EXCEPT AS INDICATED)

C.R.

D/2

D

D = 180' FOR 100' MAJOR ARTERIAL IN THE NORTH AREA, 136'/160' MAJOR ARTERIALS IN SOJTHPORT, AND 136'/160' MINOR/MAJOR ARTERIAL LOOP PARKWAYS IN THE NORTH AREA.

D = 225' FOR 84' MINOR ARTERIAL IN THE NORTH AREA, AND 110' MINOR ARTERIAL IN SOUTHPORT.

THE CITY OF WEST SACRAMENTO - STANDARD DETAIL

TITLE:

TYPICAL STREET LIGHT LOCATIONS FOR ARTERIAL STREETS

STANDARD DETAIL #: 604